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KEY NOTES

(1) REPLACE (E) WATER CLOSET WITH RETROFIT HEIGHT WALL
MOUNT WATER CLOSET.

(2) REROUTE WATER CONNECTION TO OPPOSITE SIDE OF WATER
CLOSET. ROTATE FLUSH VALVE AROCUND 182° O VALVE

one foot
16

one eighth inch
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HANDLE I8 AT THE WIDE SIDE OF STALL.
A A B C.1 C D E 3 (@) REPLACE (E) WALL MOUNT URINAL WITH UFAS COMPLIANT
MODEL AND PROVIDE ALL NEW ROUGH-IN.
(4) PROVIDE AND INSTALL (TRUEBRO HANDI LAYV-GUARD *o2W
OR EQUAL) INSULATED RUBBER WRAP ON P-TRAP AND
ANGLE STOP ASSEMBLIES UNDER (E) LAVATORY.
W, .- — - “ _ 1 (®) REPLACE (E) 8INGLE HEIGHT ELECTRIC DRINKING FOUNTAIN
] ! WITH DUAL HEIGHT REFRIGERATED DRINKING FOUNTAIN,
T OFFICE (&) 3" RD DROP IN WALL FROM NEW THIRD FLOOR ADDITIONAL
F DRAIN, CONNECT TO (E) RD LINE IN SECOND FL
orrce | oFrice orrce | (] S ZALERIT O e e rioos
g 2A-21A -
220 [zpzta] | 2A-178 / S (1) 3" oD DROP IN WALL FROM NEW THIRD FLOOR ADDITIONAL
CONFERENCE/ CONFERENCE/ — A ROOF DRAIN, RUN IN SECOND FLOOR ATTIC TO 4" BETOND
CLASSROOM CLASSROOM - SEMIN AR SURFACE OF EXTERIOR WALL.
[2a25 | ,, - | [2a19 | CONFERENCE (&) 3" oD DROP IN WALL FROM THIRD FLOOR REPLACEMENT
=N == ROOF DRAIN, RUN IN S8ECOND FLOOR ATTIC TO %" BEYOND
U.C.S.F.HR. U.C.S.F. OSFR. (E) 3" RD-P _m_v_m_uwo__um [2A-13 | SURFACE OF EXTERIOR WALL.
OFFICE OFFICE
PROVIDE WATER TIGHT CAP ON (E) 3" RD LINE WHERE (E)
(o] _I‘@ chn_u_nuw“.o___m‘_uo. j@\ . (53 =D © ROOF DRAIN WAS REMOVED.
ﬂ S—-2A-17] A —i % (@) REPLACE (E) WALL MOUNT LAVATORY WITH UFAS COMPLIANT
o ] MODEL AND PROVIDE ALL NEW ROUGH-IN. PROVIDE AND
i ] P Jis—res NI e e
POC -
T CORRIDOR °/ A ASSEMBLIES UNDER LAVATORY.
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an [ 2A-24 | ® ELECT. %
ALASTIC SURGEDN f A2 A% _ AUDIO/ ] PLUMBING FIXTURE NOTE
PODIATRIS | OFFICE OFFICE = W | VISUAL OFFICE A_V|@ 3" RD
[ 2A-32 | [ 2A30 | 2728 | | [ 2a-16 | REFER TO SHEET PPe2® FOR PLUMBING FIXTURE SCHEDULE.
[ 22 | [ 220 ] g I [2A0 | |mm§¢»..m ALL NEW FIXTURES SHALL HAVE NEW ROUGH-IN CONNECTED TO
i M ] ReA s @ W. xmmmm,.__wo_._ _Mon  TEACHING (E) PIPES THRU WALL.
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OMIT ALL IMPROVEMENT EXCEPT FOR FIRE ALARM,
FIRE SPRINKLER AND SEISMIC JOINT AT DEDUCTIVE 4.
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